Meridian Management Corporation
PREVENTIVE MAINTENANCE GUIDE CARD
	Guide Number
	A-11M
	AIR HANDLING UNIT

	Frequency
	Monthly
	Standard Manhours Required
	.25 Floor, .50 Suspended

	Source of Guide
	Contact Attachment, GSA and Meridian staff.

	MAINTENANCE OR INSPECTION PROCEDURES

	Application:  This Guide applies to floor mounted and suspended Air Handling Units

	Special Instructions: 
1. Review Manufacture’s Operations & Maintenance Manual

	Check Points: 
1. Check the general condition of the fan.

2. Verify smooth fan operation.

3. Check and record supply and control air pressure, if applicable.
4. Check and record filter DP readings
5. Verify the operation of the control system.

6. Log the operating conditions after the system has stabilized.

7. Review operating procedures with operating personnel.

8. Provide  a  written  report  of  completed  work,  operating  log,  and  indicate uncorrected deficiencies detected.

Note:  Turn in a Work Order request for the repair and replacement of defective parts.

	Tools and Materials Required: 
1. Basic Hand Tools
2. Belt Tension Tester


	Special Safety Requirements:

1. Personal Protective Equipment such as safety glasses are always required.



	Environmental Considerations

1. None
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